| COMMUNITY DEVELOPMENT
PERMIT CENTER

CITY OF BELMONT

2001 CMC 910
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CEILING OVERFLOW DRAIN:/G
MINIMUM 3/4” (19 mm) I
NOMINAL, TO READILY
OBSERVABLE POINT* 0
LAVATORY |
LIVING SPACE
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CONNECTION
COOLING UNIT
(FAN COIL UNIT)
SECONDARY
CONDENSATE DRAIN
CONNECTION

PRIMARY
CONDENSATE
DRAIN

*NOTE: THE OVERFLOW DRAIN
IS MOST OFTEN TAKEN TO THE
EXTERIOR OF THE BUILDING,
OVER A DOORWAY WHERE ANY
DISCHARGE WILL BE NOTICED
BEFORE DAMAGE IS DONE TO
THE ATTIC OR CEILING BELOW.

PLUMBING
DRAINAGE
SYSTEM

PRIMARY CONDENSATE
DRAIN CONNECTION

DRAIN TO APPROVED LOCATION
NOTE: TRAP SHOWN HERE IS TO
PREVENT CABINET PRESSURE
LOSS; INSTALL WHEN REQUIRED BY
UNIT LISTING OR INSTRUCTIONS.

PRIMARY AND SECONDARY CONDENSATE DRAINS

1070 SIXTH AVENUE, SUITE 309 BELMONT, CALIFORNIA 94002-3867 (650-595-7422)




